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February 24,2A10

CERTIFIED MAIL
(Return Receipt Requested)

Mr. David Hibbs, President
UtahAmerican Energy, Inc.
Genwal Resources, fnc.
P.O. Box 910
East Carbon, UT 84520-0910

Subject: Inspection Reports - UPDES Permit No. UT0024368 (Crandall Canyon Mine)

Dear Mr. Hibbs:

On Februny 2,2010 I conducted Reconnaissance and Compliance Sampling Inspections in regards to your
UPDES permit referenced above. Specifically I observed the outfalls, discharge and receiving waters of
Crandall Creek, which as you know has been discolored to an orange or rust-like appearance. Samples
were collected from Outfatl 002 upon treatment ofthe newly constructed iron treatment facility.

Enclosed are copies of the inspection reports for your records. Please review the reports, particularly the
"Deficiencies" and "Requirements" sections of the narrative report and contact me with any questions. I
appreciate Mr. Shaver's continued efforts to keep me informed ofthe operations. If you have any
questions,,please contact me at (801) 535-6779 or by e-mail at jstudenka@utah.gov.

Sincerely,

=Frut !r"+-m)
Jeff Studenka, Environmental Scientist
UPDES IES Section

Enclosures

cc (w/encl): Amy Clark, EPA Region VIII
Claron Bjork, SE District Health Departrnent
Dave Ariotti, SE District Engineer
Daron Haddock, Divisionof Oil Gas & Mines
Dave Shaver, West Ridge Mine
Dale Harber, US Forest Service
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INSPECTION PROTOCOL :

UPDES Perrnit #: ' VTAA}43 68 - Genwal Resorrrces,Crandall Canyon Mine
Inspection Tyfe: Reconnaissance fnspection + Compliance Sampling Inspection
Inspection Date: February 2,2010
Weather Conditions: Sunny and cold - 25oF. i;t-

Jeff Studenka of the Division of Water Quality (DWQ) visited the UtahAmerian Energy, Inc.,
Crandall Canyon Mine Facility (a.k.a. Genwai i"ro*res, Inc.) while already in the uiiu. The
purpose for the site visit was to perfonrr reconnaissance and compliance sampling inspections as a
result of continued elevated total iron concentrations in the mine water discharge-as noted during
previous inspections in 2009. A new iron.treatnrent system,has recentlyb,een completed and in
operation, although further treatment is likely neCessary to settle out the total iron.

FACILITY DESCRIPTION

Location: Within Manti-LaSal National Forest, approximately 1.5 miles up Crandall Canyon,
off Hwy 31 in Huntington Canyo& -15 miles northwest of Huntington, Utah.

Coordinates: Outfatl 001 - 3go 27'38" latitude, -lllo 09' 38" longitude
Outfall 002 - 39o 27':38" latitude, - 1 1 1o 09' 59" longitude '

Average Flow: * 0.75 MGD (Outfall 002)

Receiving water: Crandall Creek to Huntineton Creek-

Proeess: Former underground coal mining operation. Water from the inactive mine is gravity
conveyed to below ground settling areas, where it is then piped out of the mine and then thru a
newly installed oxidation unit and settling,basin before discharging to the Crandall Creek culvert
(Outfall 002). Surface water is conveyed to an above ground settling pond with a discharge point
(Outfall 001) to Crandall Creek.

INSPECTION SUMMARY

The reconnaissance inspection was limited to outside the mine where the water collection and
distribution systems are exposed. At the time of the inspection, the sedimentation pond was
covered with snow and ice and well below discharge levels for outfall 001. The mine water flow
meter was observed to be functioning properly with effluent flows ranging from 314-360 gpm as
displayed for outfall 0A2. The outfall locations were observed as well as the receiving waters of
Crandall Creek. Above the mine site, Crandall Creek was flowing very clear and steady at the
upstream flume location, however below the mine site significant nrst-colored deposits were
observed immediately adjacent to the Crandall Canyon culvert arrd Outfall 002 and continuing
downstream towards Huntington Creek. The discoloration continues and is likely from the
elevated total iron in the effluent discharge. The newly installed iron treatment facility was
observed to be functioning with some baffle improvement activities presently on-going. Photos
were also collected and are attached hereto with a photo log.



For the compliance sampling inspection, DWQ collected a discharge compliance grab sample @
ll:45 am frorn Outfall 002 for total iron and the results will be compared to the February 2010
DMR as soon.as both are available.

DEF'ICIENCIES
Y

Although there were no additional deficiencies noted,frorn these inspections, the on-going numeric
effluent limitation violation for total iron, as well as the Narrative Standard for Water Quality
violation due to the discoloration of the stream channel, which were both listed as deficiencies on
previous inspection reports from 200g,sti1l remainaconcern until the iron treatment system is
operating properly and therefore, have been'listed as deficiencies once again. At the tirne of this
inspection, the January 2010 total iron sample results were reported to DWQ and the result was
3.2 mgtL, which is unchanged from Decemb er 2A09 result and still significantly above the permit
limit of 1.0 mglL.

These issues have previously been addressed under separate cover with Notice of Violations

OIOVs) and a formal enforcement action to include a Seftlernent Ageement, which has recently
been finalized. However, continued violations of either deficiency may result in further escalated
enforcement proceedings.

REOUIREMENTS

l. Continue treating the mine water for excessive total iron concentrations, keep DWQ
informed of your progress and return the Genwal facility to full compliance with the
provisionr oi your UpOf S permit as soon as possible to avoid further enforcement.

2. Continue monitoring for dissolved iron as well as total iron and report all results to DWQ.
3. Continue regular viJual monitoring of the entire stream channel for any impacts to fish and

other wildlife and report any such impacts to DWQ and other agencies as appropriate.

ATTACHMENTS
6 photos with photo log

o Outfall 002 UPDES cornplianoe:sampling results and trend charts
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United States Environmental Protection Agency

Washington, D.C. 2fr460

Water Complia,nce n Report
Section A: National Data Svstem Codine ft'e.,,ICIS)
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Section B: Facilitv Data
Name and Location of Facility Inspected (For industrial users discharging to PO|,TW, also include POW name
and NPDES permit number)

Entry lime/ Date
ll:30 amf2-2-2010

Permit Effective Date

KCrandall Canyon Mine (a.k.a Genwal Resources, Inc.)
UtahAmerican Energy, Inc.
-1.5 miles up Crandall Canyon offHwy. 3l in Huntington Canyon
NW ofHuntingtoq UT

Exit Time/ Date
@

Permit Expiration Date
ffi

Narne(s) of On-Site Representdive(s)/Title(s)lPhone ard Fax Number(s)
N/A

Other Facility Da6(e.g., SIC NAICS, and other
de s c r ip t iv e inforrya tipd_

Bituminous Coal Underground Mining Facility
SICCode 1222
NArCS 2t2tt2

SEE ATTACHED
OfficiallTitle/Phone ard Fax Number

David Hibbs, President & Dave Shaver, Resident Agent
UtahAmerican Energy, [nc.
P.O. Box 1077
Price, UT 84501
(43s) 888-4008

Contacted

XN
Yes No

Section C: Areas Evaluated Durine Insnection (Check onlv those areas evalaated)

ffi rermit
X RecorOs/Reports

ffi Facility Site Review

X emuentrReceiving Waters

ffi rto* Measurement

ffi s.rrrraonitoring Program

I Compliance Schedule

l-l Laboratory

X Oprrutions & Maintenance

! StuOg. HandlingiDisposal

|-l Preneatment

f ronution Prevention

f sto.. Water
I 
I comuined Sewer overflow

I s*itu.y Sewer Overflow

I r.as+

Section D: Summary of Findings/Comments
(Attach additional sheets of narrative and chechlists, inclading Single Event Violation codes, as necessory)

SEV Codes SEV Description

Narrative Standard Effluent Violation

Name(s) and Signature(s) of Inspector(s)
I JEFF STIJDENKA. ENVIRONMENTAL SCIENTIST
l ( - f n t \

I V>*o kffiort)

Agency/Office/Phone ard Fax Number(s)

I DWQ
| (801)538.6779

Date:

l3 - ( fi-Jor6
N/A

Name and Signature of Management Q A Reviewer

l 
yJ53JBHffi"il".^"',

I

A.gency/Office/Phone ard Fax Number(s)
DWQ
(801) 538-60s8

Qate:

s/:u ln
-06) Previous editions are obsoleteEPA Form 3560-3(Rev 1-06)



United States Environmental Protection Agency
Washington, D.C.20460

Water Compliance Inspection Report
Section A: NationalData Svstern Codins (i.e.,ICN)
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Section B: F''aeilitv Data

Name and Location of Facility Inspected (For industrial users discharging to POTW, also include POTW name
and NPDES permit rumber) l

Entrv Time/ Date Permit Effective Date
ll'30 arnf2-2-2010 tz-t-2005

Crandall Canyon Mne (a.k.a. Genwal Resources,Inc.)
UtahAmerican Energy, [nc.
-1.5 miles up Crandall Caryon offHwy. 31 in Huntington Canyon
NW ofHuntingto4 UT

Exit Time/ Date
@

Fermit Expiration Date
I r r - lo-zoto

Name(s) of On-Site Represent*ive(s/Iitle(s)/Phone ard Fax Number(s)
N/A

Other FacilityData(e.g., SIC NAICS, and other
d e s c r ip t iv e info rma t i on)

Bituminous Coal Underground Mining Facility
SIC Code 1222
NAICS 2I2IL2

SEE ATTACHED
Name, Address of Responsible Official/Title/Phone ard Fax Number

David Hibbs, President & Dave Shaver, Resident Agent
UtahAmerican Energy, Inc.
P.O. Box 1077
Price, UT 84501
(435) 8884008

Contacted

XT
Yes No

Section C: Areas Evaluated During Inspection (Check only those areas evaluated)

X
X
X
X
X

Permit

Records/Reports

Facility Site Review

Effluent/Receiving Waters

Flow Measurement

X
I
f
X
T

Self Monitoring Program

Compliance Schedule

Laboratory

Operations & Maintenance

Sludge Handl ing/Disposal

n
Tn
T
T

Preheatment

Pollution Prevention

Slorm Water

Combined Sewer Overflow

Sanitary Sewer Overflow

n MS4

Section D: Sumrnary of Findings/Comments
(Attach additional sheets of narrative ond checklists. including Single Event Violation codes, as neaBssqry)

SEV Codes SEV Description

Numeric Effluent Violations

ame(s) and Signature(s) of Inspector(s)
JEFF STUDENKA, ENVIRONMENTAL SCIENTIST

Agency/Offrce/Phone and Fax Number(s)
DWQ
(801) s38-6779

Date:

e -( {-JorO
N/A

Name and Signature ofManagemer-lt Q A Reviewer
MIKE HERKIMER, MANAGERiifi#nii'iiciiei{ 

il"t&( /1, j.-
AgengylOfficePhone ard Fax Number(s)
. D W Q

(80r) 538-60s8 -4*+lP
Date:

EPA Form'3550.3 (Rev 1,06) kevious editions-are obsolete
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Gomlarison of 002 Data with UPDES Daily Maximum Permit Effluent Limitations (mg/L)

14-Jan-08 sample is discharge from the sediment pond. lt was influenced by water previously retained in
pond as well as in-mine groundwater that had flowed overland to the pond.

In addition to the TDS daily maximum limit of 1,200 mg/L, the permit also has a limit of 500 mg/L for TDS 30-
day average, and Genwal participates in a salinity offset program to ensure that this limit is in compliance.

Note 3: In addition to the TSS daily maximum limit of 70 mg/L, the permit also has limit of 25 mg/L for TSS 30-day
average and a limit of 35 mg/L for TSS 7-day average.

Note 1:

Note 2:

1-Jan-08 1.200 70 1 .0 1 0
10-Jan-08 002 1.200 1.52 70 1.0 0.937 1 0 <f
21-Jan-08 oo2 1.200 1.21e 70 1 1 . 0 2.204 1 0 <€
28-Jan-08 002 1.200 1 .108 70 12 1 . 0 1.494 10 <t
4-Feb-08 002 1.200 '1.o2! 70 1 . 0 0.815 1C <5

11-Feb-08 oo2 1.20C 1.06f 70 <A 1 . 0 0.765 1C <5
18-Feb-08 002 1.204 1 . 0 1 f 70 <4 1 . 0 0.66€ 1C <5
3-Mar-08 042 1.20Q 1 , 0 1 S 70 3€ 1 . 0 1.84€ 1C <5

17-Mar-08 002 1,200 95i 70 A 1 . 0 0.62€ 10 <5
1-Aor-08 002 1.200 941 70 4 1 . 0 0.653 10 <5

15-Aor-08 002 1.204 90i 7Q A 1 . 0 0.491 10 <5

5-Mav-08 002 1,200 89€ 70 <4 1 . 0 0.433 10 <5

14-Mav-08 002 1|20Q 86e 70 <t 1.0 0.457 1 0 <5
1-Jun-08 oo2 1.200 93€ 7Q 1 . 0 o.448 10 <5
16-Ju1-08 002 1,200 83? 70 <4 1 . 0 0.43t 1 0 <t
8-Aus-08 402 1.240 81 70 <A 1 . 0 0.54( 1 0 <€

9-Seo-08 002 1.200 78S 70 <4 1 . 0 0.771 1 0 <t
10-Oct-08 002 1.200 8 1 9 70 1.0 1.33€ 1 0 <f

15-Nov-08 002 1.20C 78e 70 <4 1 . 0 0.141 1 0 <5
9-Dec-08 002 1.20C 772 70 <4 1 . 0 1.56S 1 0 <€

7-Jan-09 042 1.20C 789 70 1 . 0 1.783 1 0 <t
3-Feb-09 002 1.20C 73C 7C <A 1 . 0 2.454 1 0 <€

4-Mar-09 002 1.20C 747 7C 1 . 0 2.23C 1 0 <€

6-Apr-09 002 1.20C 707 7C 1 . 0 2.45E 1 0 <t
6-May-09
3-Jun-09

002 1.20C, 69€ 7C <A 1 . 0 2.331 1 0 <t
002 1,20C 743 7C 1 . 0 2.501 1 0 <t

29-Jul-09 oo2 1.20C 677 7C 1 . 0 2.924 1 0 <t
24-Auo-09 002 1,20Q 671 7Q 1 . 0 5 .151 1 0 <t

3-Sep-09 002 1.20Q 68( 7Q 1 . 0 3.012 1 0 <t
28-Oct-09 002 1.20Q 68i 7C, 1 . 0 8.03C 1 0 <t
18-Nov-09 002 1.200 68? 7C 1 . 0 3.927 1 0 <t
16-Dec-09 002 1,200 664 70 E 1 . 4 3.102 1 0 <e
31-Jan-10 002 1.200 7A 1 . 0 1 0



Crandall Ganyon Mine Discharge (Outfall 002)
Reported TDS and Daily Max Permit Limit
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